1100 Wharton Street
Exhibit C – Fire Station Program Document for Philadelphia Engine 10
This document is not meant to be limited to an inventory of what you currently have. 
Indicate what you currently need for proper operations and try to forecast what you will need for the future.

A  General Information

A1. Staffing level at station: 20 (18 to 22, 26 with Provisionals in response to other station shut down)
   A1.1. Break down this #

A2. Number of calls/year at station: 20,000 [55/day]
   A2.1. Medic (2): 6,600 – 7,500 each
   A2.2. Ladder: 4, plus officer
   A2.3. Engine: 3, plus officer
   A2.4. Safety Officer: One
   A2.5. Medic: Four
   A2.6. EMCO: Two
   A2.7. Alternative Response Unit: Two

A3. Administrative Staffing: None

A4. Site is adjacent to both a police station and Parks & Rec. Currently not used as a safe house

A5. Building Committee:
   A5.1. Anthony Sneidar
   A5.2. Gary Loesch
   A5.3. Ann Marie Lewandowski
   A5.4. David Kearney
   A5.5. Robert Brennan
   A5.6. Tara Mohr
   A5.7. Pedro Pinto
   A5.8. Alan Urek
   A5.9. Roy Conard
   A5.10. Lance Rothstein
   Meeting Attendance: See attached sign in sheet

A6. Number of Units involved: 8
   A6.1. Engine 1
   A6.2. Ladder 1
A6.3. Medic (2)
A6.4. EMCO (emergency medical command officer) (2)
A6.5. Safety Officer
A6.6. Alternative Response Unit
A7. Parking requirement: 30 spaces

B Functional Activities in Building

B1. Training activities in building:
   B1.1. Fire, EMS, Ambulance, Transporting – some hands on, plus didactic training
B2. Training activities on site:
   B2.1. Anything that can be practically provided, such as ladder evolutions
B3. Fuel Filling Station: No, not at this station
B4. Other uses of apparatus bay: No (if there is a community component, it will be in another space that can be isolated).
B5. Sleeping Over:
   B5.1. Sleep area groups:
      .5.1.1.1. Engine firefighters in a shared bunk room (3 people, plus 1 overflow/shift)
      .5.1.1.2. Ladder firefighters in a shared bunk room (4 people, plus 1 overflow/shift)
      .5.1.1.3. Engine Officer’s bedroom (1 person)
      .5.1.1.4. Ladder Officer’s bedroom (1 person)
      .5.1.1.4.1. Engine & Ladders Officers’ bathroom
      .5.1.1.5. Alternative Response Unit Staff #1 bedroom (1 person)
      .5.1.1.6. Alternative Response Unit Staff #2 bedroom (1 person)
      .5.1.1.6.1. Alternative Response Unit Staff bathroom
      .5.1.1.7. Medic Units’ staff in a shared bunk room (4 people, plus 2 overflow/shift)
      .5.1.1.8. EMCO #1 bedroom (1 person)
      .5.1.1.9. EMCO #2 bedroom (1 person)
      .5.1.1.9.1. EMCOs’ shared bathroom
      .5.1.1.10. Safety Officer’s (Deputy Chiefs) office, bedroom, bathroom suite (1 person)
   .5.1.2. Hot/cold swapping: Bunk room is off limits from 7 am to 9 pm.
   .5.1.3. Intermittent, short duration: Store cots to be placed in day room or training room
   .5.1.4. Intermittent longer term: Allow for four additional sleepers when another station is temporarily out of service. Maybe Murphy beds?
B6. Standing by:
   B6.1. Will other fire companies park their apparatus in the bay under certain circumstances: Yes
      .6.1.1. Describe: Cover ups & detail people
      .6.1.2. Is their access to the building to be limited: No
B7. Emergency Shelter: Yes, if there is a Code Blue
   B7.1. Who stays in building: General public – small quantity
   B7.2. Where: Vestibule
   B7.3. Special needs: Bathroom – One unisex (no urinal), easily cleaned, floor drain
B8. In-Station Meetings:
   B8.1. Type: Training; size: up to 20; frequency: Several times/week
   B8.2. Type: Chiefs’ meeting; size: up to 20; frequency: TBD
   B8.3. Type: Executive session; size: TBD; frequency: Occasional
   B8.4. Type: Facilities liaison; size: TBD; frequency: TBD
B9. Social Life:
   B9.1. Daily recreation – describe: Fitness, t-v, training table converts to ping pong?
   B9.2. Periodic recreation – describe: Yoga, cross fit
   B9.3. Outdoor recreation – describe: Picnic table & grill (15’ from bldg.)
B10. Misc. Activities
   B10.1. Gardening
B11. Access control:
   B11.1. Electronic access: Yes
   B11.2. Vendor’s access to drop off material: N/A
   B11.3. Medical waste pickup; where: Under stairs in bin

![APPARATUS]

RM # 1. Apparatus Bays
1.1 Number of vehicles: 8; # of bays: 4

   Front Line Vehicles
   1.1.1 Name: ladder 11; type: Tiller Ladder; length: 56’
   1.1.2 Name: Engine 10; type: Engine; length: 31’
   1.1.3 Name: Medic 27; type: Ambulance; length: 26’
   1.1.4 Name: TBD; type: Ambulance; length: 26’

   Second Line Vehicles
   1.1.5 Name: ARU 1; type: SUV; length: 20’
   1.1.6 Name: SO 1; type: SUV; length: 20’
   1.1.7 Name: ES 3; type: SUV; length: 20’
   1.1.8 Name: TBD; type: Pickup; length: 22’-5” incl. hitch
1.2 Type of bays:
   1.2.1 Back in
   1.2.2 Double deep: Yes; quantity: TBD
   1.2.3 Single deep: Yes; quantity: TBD

1.3 Wash bay: No, wash in place

1.4 Plan for future expansion of bays: No

1.5 Overhead doors:
   1.5.1 Front:
      1.5.1.1 Number: 4 - Note: no remote operators – key pad switch on exterior, for one door only
      1.5.1.2 Width: 13'-4”; Height: 14'-0”
      1.5.1.3 Windows: 1 row
   1.5.2 Rear: NA

1.6 Signage requirements: Provide minimum of 2 positions for future alerting system monitors, bottom of which will be 8’-8” AFF

1.7 Slab construction: Must be designed to accommodate 100,000 lb vehicles

1.8 Trench drains: Yes; Layout: Center line of truck

1.9 Wall mounted water hose reels: Yes; Quantity: Between every other OH door at pilaster

1.10 Fume exhaust: Yes; Type: Nederman

1.11 Truck fills:
   1.11.1 Overhead: Yes; Quantity: 1, for engine
   1.11.2 Outdoor hydrant: Yes, if existing hydrant is more than 20 ft from apron

1.12 Overhead electrical drops: Yes; Quantity: Yes

1.13 Overhead airdrops: No

1.14 Compressed air for tools & tires: No

1.15 Hand wash sinks: Yes; Where: Near door to clean areas

1.16 Water fountain/bottle filling station: No

1.17 Other equipment: Nederman control panel

1.18 Epoxy flooring: Yes

1.19 Alarms: Heat/smoke, CO, NOx (if required)

1.20 Wall construction type: CMU (need to discuss finish)

1.21 Size: 5,283 sq ft
RM # 2.  Mezzanine
2.1 Use: Training & storage
2.2 Training Features: Ladder evolutions, bail out, confined extrication, mask confidence, etc.
   2.2.1 Forcible entry prop (52” L x 44” w x 76” h)
   2.2.2 Bail out window
   2.2.3 Gate & davit
2.3 Manhole: No
2.4 Adjacency: Apparatus floor
2.5 Size: 754 sq ft

RM # 3.  EMS Storage Room
3.1 Operational Comments:
   3.1.1 Supplies for one company
   3.1.2 No contaminated material returns to station. Storage only.
3.2 Items to be located in this space:
   3.2.1 (2) secure narcotics cabinets
   3.2.2 (2) locked compartments for blades, etc.
   3.2.3 Unlocked BLS supplies
   3.2.4 Lockable rolling cart
   3.2.5 O²
      3.2.5.1 (2) carts
      3.2.5.2 (3) M Size
3.3 Location: Warm zone
3.4 Security: Unlocked door, direct to bay
3.5 Adjacencies: Apparatus floor
3.6 Comments: Positive fresh air pressure
3.7 Size: 170 sq ft

RM # 4.  EMS Stores Company Storage
4.1 Operational Comments:
   4.1.1 Spare ambulance stretchers, etc.
4.2 Items to be located in this space:
   4.2.1 Capital Equipment
      4.2.1.1 Stretcher (1 ea) (Stryker?)
      4.2.1.2 Stair Chair (1 ea)
      4.2.1.3 Life Pak 1000 (1 ea)
      4.2.1.4 Life Pak 15 (1 ea - ALS)
      4.2.1.5 Pulse Oximeter (1 ea - ALS)
4.2.1.6 CPAP Unit (1 ea - ALS)

4.2.2 Equipment
4.2.2.1 “First-in” bag – ALS
4.2.2.2 “First-in” bag – BLS (1 ea)
4.2.2.3 Stethoscope (3 ea)
4.2.2.4 Oxygen Regulator (2 ea)
4.2.2.5 Reeves Stretcher (2 ea) (28” x 78”) – Store Vertically?
4.2.2.6 Life Pak 1000 batteries (2 ea)
4.2.2.7 Portable Suction Unit (1 ea)
4.2.2.8 Life Pak 15 Cable (Monitoring) (3 ea – ALS)
4.2.2.9 Life Pak 15 Cable (Therapy) (3 ea – ALS)
4.2.2.10 Life Pak 15 Cable (6 Lead) (3 ea – ALS)
4.2.2.11 3 ft Pulse Oximeter O2 Sensor Portable (3 ea – ALS)
4.2.2.12 3 ft Pulse Oximeter O2 Sensor Monitor (3 ea – ALS)

4.2.3 Supplies
4.2.3.1 Cervical Collar (Pediatric) 20 ea, 10 ea max issue
4.2.3.2 Cervical Collar (Adult) (Sm,Med) 20 ea, 10 ea max issue
4.2.3.3 Bag valve mask (Adult) 2 Bx, 1 Bx max issue
4.2.3.4 Bag valve mask (Pediatric) 2 Bx, 1 Bx max issue
4.2.3.5 Non-Rebreather mask (Adult) 2 Bx, 1 Bx max issue
4.2.3.6 Nasal cannula (Adult) 2 Bx - 1 Bx max issue
4.2.3.7 SAED & LP-15 quick combo pads - 5 ea (ALS), 2 ea max issue
4.2.3.8 Life Pak 15 Quick Combo pads (pedi) - 5 ea (ALS), 2 ea max issue
4.2.3.9 Life Pak 15 filterline set - 25 ea (ALS), 5 ea max issue
4.2.3.10 Life Pak 15 paper – 3 bx (ALS), 1 bx head max issue
4.2.3.11 Immobilization device – 51 ea, 10 ea max issue
4.2.3.12 Stretcher straps – 15 ea, 3 ea max issue
4.2.3.13 Backboard straps – 15 ea, 3 ea max issue
4.2.3.14 Gloves, Disposable (Medium) - 1 Bx, 1 Bx max issue
4.2.3.15 Gloves, Disposable (Large) - 1 Bx, 1 Bx max issue
4.2.3.16 Gloves, Disposable (X-Large) - 1 Bx, 1 Bx max issue
4.2.3.17 Gloves, Disposable (2X-Large) - 1 Bx, 1 Bx max issue

4.2.4 Mobile Data Terminal (MDT) Equipment and Supplies
4.2.4.1 MDT (H2) – 2 ea, 1 ea max issue

4.3 Additional items:
4.3.1 Floor space for stretcher and stair chair.
4.3.2 12’ of 2’ deep industrial shelving.
4.3.3 4’ of work surface with cabinets above and below with 4 electric outlets.

4.4 Location: Warm zone

4.5 Security: Electronic, limited access for authorized persons only, opens direct to bay.

4.6 Adjacencies: Apparatus floor
4.7 Comments: Positive fresh air pressure
4.8 Size: 127 sq ft

**RM # 5.  Firematic Storage Room**

5.1 Items to be stored:
5.1.1 Industrial shelving, with no pinch points
5.1.2 Spare hose line, appliances, adapters and equipment
5.1.3 Charging stations for thermal imaging camera and gas meter (power strip for 16 outlets behind a shelf @ 3’ to 4’ AFF)
5.1.4 6’, 3 tier hose rack

5.2 Location: Hot zone
5.3 Security: Unlocked door
5.4 Adjacencies: Apparatus floor
5.5 Comments: Can also be used as ERR Pick-up and Drop-off area. Needs adequate ventilation.
5.6 Size: 112 sq ft

**RM # 6.  Not Used**

**RM # 7.  Yard Storage**

7.1 Items to be stored:
7.1.1 Street brooms
7.1.2 Snow & dirt shovels
7.1.3 Snow salt
7.1.4 Walk behind snow blower
7.1.5 Lawn mower
7.1.6 Gas grill tanks
7.1.7 Gas grill
7.1.8 Oil-dri

7.2 Location: Hot zone
7.3 Security: Unlocked door
7.4 Adjacencies: Apparatus floor
7.5 Comments: Locking coiling door to exterior. Floor drain.
7.6 Size: 186 sq ft

**RM # 8.  Turnout Gear Storage Room**

8.1 Operational Comments:
8.1.1 Response pathway

8.1.1.1 Turnout gear is placed at truck door at start of shift

8.2 Quantity of Lockers: (4) shifts of 25 = 100 [current design has 102]
8.3 Describe Lockers: Well ventilated, secureable, durable. Center lockers supported on steel frames.
8.4 Locker Size: 24” x 24”
8.5 Location: Hot zone
8.6 Security: Unlocked door
8.7  Adjacencies: Apparatus floor
8.8  Comments: 2 sets of gear/firefighter. Positive fresh air pressure.
8.9  Size: 1,330 sq ft

RM # 9.  Outdoor refuse area
9.1  Enclosed area – masonry on 3 sides, with gate on fourth.
9.2  Comments: Floor drain
9.3  Size: 168 sq ft

RM # 10.  DeCon/Laundry
10.1  Operational Comments:
   10.1.1  Staffed by one person at a time
   10.1.2  Contaminated gear bagged at scene
   10.1.3  Bags on racks at station pending washing
   10.1.4  Carts for moving gear around
   10.1.5  Potential number of sets of contaminated gear = 16-20
10.2  Sink(s): One; Foot Pedal: No; Number of sink chambers: 3
10.3  Gear washer/extractor: One, size: 100 lb. (Milnor 36026, V5Z)
10.4  Cabinet gear dryer: (2) Milnor FC-6
10.5  SCBA washing machine: Basis of design is Solo Rescue
10.6  Commercial type clothes washer & dryer: Milnor MCR18E4 washer & M-50p dryer
10.7  Drench shower: Yes
10.8  Backboard/Etc. cleaning: No
10.9  Holding tank: No
10.10  Special needs: See floor plan
10.11  Location: Hot zone
10.12  Security: Unlocked door
10.13  Adjacencies: Apparatus floor
10.14  Comments: Easily decontaminated
10.15  Size: 576 sq ft

RM # 11.  Hot Side Showers
11.1  Quantity: Two
11.2  Location: Hot zone
11.3  Security: Unlocked door
11.4  Adjacencies: Apparatus floor
11.5  Comments: 3’ x 3’ stalls, w/ 3’-8” x 4’ changing vestibule
11.6  Size: 98 sq ft

RM # 12.  Hazardous Waste Storage
12.1  Operational Comments:
   12.1.1  Red bag
12.2 Location: **Hot zone**
12.3 Security: **No door**
12.4 Adjacencies: **Apparatus floor**
12.5 Comments (Containment floor, polymer door & frame): **Solutions Model A7970R, 200 gallon medical waste container @ 49.5” w x 30.2” d x 51” h**
12.6 Size: **14 sq ft**

**RM # 13. Work Room**

13.1 Use: **Maintenance of small power tools and equipment**
13.2 Mechanic: **On duty personnel**
13.3 Workbench: **6’ to 8’**
13.4 Tool storage: **Stacking box**
13.5 Stationary power tools: **Parts washer and grinder**
13.6 Air: **No**
13.7 Water/Sink: **Yes**
13.8 Flammable Storage: **Justrite Model 894580 (45 Gallon), or Model 8903080 (30 Gallon).**
13.9 Provided equipment:
   13.9.1 Rolling work bench
   13.9.2 Astro Model 4543 parts washer
   13.9.3 Vice
   13.9.4 Grinder
   13.9.5 Pancake compressor
13.10 Items for storage:
   13.10.1 **Gallons of DEF**
   13.10.2 **Bar oil**
13.11 Location: **Hot zone**
13.12 Security: **Unlocked door**
13.13 Adjacencies: **Apparatus floor**
13.14 Comments: **Needs adequate ventilation**
13.15 Size: **196 sq ft**

**RM # 14. Utility Recess**

14.1 Operational Comments:
   14.1.1 **For truck cleaning**
14.2 Slop sink: **Yes**
14.3 Truck cleaning tool & supplies: **Tools on rack, supplies on shelving**
14.4 Garbage & recycling: **Yes**
14.5 Curb & floor drain: **Yes**
14.6 Location: **Hot zone**
14.7 Security: **No door**
14.8 Adjacencies: **Apparatus floor**
14.9 Size: **32 sq ft**
RM # 15. **Hydration**

15.1 Operational Comments:

15.1.1 **Rehab, and living side ice**

15.2 Refrigerator with water bottles: **Yes**

15.3 Ice machine: **Yes**

15.4 **Shelving for 20-30 cases of water bottles, coolers & portable water container**

15.5 Location: **Cold zone, near kitchen**

15.6 Security: **No door**

15.7 Size: **40 sq ft**

RM # 16. **Janitor’s Closet**

16.1 Mop Receptor: **Yes**

16.2 Slop Sink: **No**

16.3 Floor Machine: **Yes**

16.4 Shelving: **Yes**

16.5 Mop/Broom Rack: **Yes**

16.6 Location: **Hot zone**

16.7 Security: **Unlocked door**

16.8 Adjacencies: **Apparatus floor**

16.9 Comments: **Floor drain. Easily decontaminated.**

16.10 Size: **64 sq ft**

RM # 17. **Apparatus Floor Rest Rooms**

17.1 Quantity: **2**

17.2 Fixture: **Sink & toilet**

17.3 Shower: **No**

17.4 Lockers: **No**

17.5 Location: **Hot zone, near hot side showers**

17.6 Adjacencies: **Apparatus floor**

17.7 Comments: **ADA compliant, floor drain & spigot under sink.**

17.8 Size: **53 sq ft each**

RM # 18. **Detox Sauna**

18.1 Operational Comments:

18.1.1 **Expulsion of toxins absorbed trans dermally**

18.2 Seating for how many: **2**

18.3 Exercise bicycles?: **2**

18.4 Location: **Cold zone, near showering**

18.5 Adjacencies: **NA**

18.6 Comments: **Floor drain. Easily decontaminated.**

18.7 Size: **83 sq ft**
RM # 19. **Watch Desk**

19.1 View control: Bay & apron. Entry if possible, or by video.
19.2 Operational Comments:

19.2.1 **Staffed 24 hours per day**
19.3 Seating for how many: **2 at work stations, plus one lounge chair**
19.4 Items:

19.4.1 Door operator switches: **Yes, open only**
19.4.2 Traffic device control: **If site requires**
19.4.3 Light switches for app bay: **Yes; Outside: Yes**
19.4.4 Internal paging system: **Integrated with phone system**
19.4.5 Siren trigger: **No siren**
19.4.6 Computer equipment: **Two work stations, one counter top printer**
19.4.7 Air sampling station, etc.: **No**
19.4.8 Closed Circuit TV: **If no direct view of firefighter’s parking, and/or public entrance**
19.4.9 Phones: **Yes**
19.4.10 Mobile in tray radio: **Yes**
19.4.11 FD PA: **Yes – dedicated line in to amplifier & speaker, then on to balance of station**
19.4.12 Other equipment: **Annunciator panel, CO/NOx reporting panel**
19.4.13 File cabinets: **No**
19.4.14 Book shelves: **Yes – one shelf x 4’**
19.4.15 Wall mounted items: **See plan**
19.4.16 Rechargeable items (flashlights, pagers): **Three 8-port battery chargers (each is 12”d x 18”w x 16” h)**
19.4.17 Lockable storage: **No**
19.5 Items to be located in this space:

19.5.1 **See Owner’s notes below**
19.6 Location: **Cold zone**
19.7 Security: **Unlocked door**
19.8 Adjacencies: **Apparatus floor**
19.9 Comments: **positive air pressure**
19.10 Size: **235 sq ft, including bathroom**

Owner’s Notes

A Desk
Toilet and sink
Visibility of public entry and apparatus bay
Desktop lamp
Dispatch computer (CAD) – CPU/Monitor/Keyboard/Mouse/Printer/Modem-router equipment
PA System amplifier and speaker (usually mounted high and on a shelf)
Mobile radio in tray and associated power supply and wiring (including antenna)
Telephone and station/office intercom
Switches for alerting bells/lights (Alerting system controls)
Switches to operate entry doors and apparatus bay doors (possibly with intercom function)
Switches for apparatus bay and outdoor lighting
Security camera monitor and interface (where used)
Computer for NFIRS/Training – CPU/Monitor/Keyboard/Mouse/Modem-router equipment
Television (32” to 42”)
15 3” binders with department procedures and other info (on shelf or bookcase)
2-4 Boxes of index cards (run cards)
Watch desk journal
Place to store US/City flags
Portable radio battery chargers (1-3 chargers – 6 batteries each)
Chalk/white board for watch list/notes
Bulletin board
Stationary (pens/pencils/etc)
4’ x 4’ of wall space for map of response area
Coat hooks
Trash and recycling cans
Adequate desk level electrical outlets for personal items (cell phones/ipads)

**ADMINISTRATION**

RM # 20.  **Suite Type #1**

20.1 Quantity: 2 suites
20.2 Name of Occupants: 1 each for engine/ladder, and 1 for EMS officers
20.3 Each suite contains:
   20.3.1 Sleeping: 2 separate sleeping rooms for 1 person each
   20.3.2 Workstations: 2 separate workstations, each w/ 15” w x 28” d, 5-drawer file cabinets
   20.3.3 Lockers: 2 sets of 4 lockers (8 total) @ 2’x2’x6’
   20.3.4 Bathroom: Common bathroom shared by 2 sleep rooms, w/ toilet, sink, shower & bench
   20.3.5 Closet/wardrobe: Yes
20.4 Location: Cold zone
20.5 Security: Privacy lock (no key)
20.6 Size: (2) @ 537 sq ft

RM # 21.  **Suite Type #2**

21.1 Quantity: 2 suites
21.2 Name of Occupant: 1 each for Medic Units & ARU
21.3 Each suite contains:
   21.3.1 Sleeping: 2 separate sleeping rooms for 2 person each
   21.3.2 Workstations: 1 shared workstation, w/ 5-drawer file cabinet
   21.3.3 Lockers: None, will use common locker room
   21.3.4 Bathroom: None, will use common bathrooms
   21.3.5 Closet/wardrobe: Yes
21.4 Location: Cold zone
21.5 Security: Privacy lock (no key)
21.6 Size: (2) @ 492 sq ft
RM # 22.  Suite Type #3
22.1 Quantity: 1
22.2 Name of Occupant: Safety Officer
22.3 Suite contains:
   22.3.1 Sleeping: 1 sleeping room for 1 person
   22.3.2 Workstations: 1 workstation w/ 5-drawer file cabinet and space to meet with another person
   22.3.3 Lockers: 4 lockers @ 2’x2’x6’
   22.3.4 Bathroom: Toilet, sink, shower & bench
   22.3.5 Closet/wardrobe: Yes
22.4 Location: Cold zone
22.5 Security: Privacy lock (no key)
22.6 Size: 378 sq ft

RM # 23.  ARU/Fire Prevention Support Room
23.1 Seat how many: None
23.2 Items to be located in this space:
   23.2.1 16 personal property lockers for ARU personnel – 18” w x 24” d, ½ high each
   23.2.2 Shelving for:
      23.2.2.1 Fire prevention educational material
      23.2.2.2 Narcan
      23.2.2.3 Etc.
23.3 Location: Cold zone
23.4 Security: Yes – key pad lockset
23.5 Adjacencies: Suite type 2 - ARU
23.6 Size: 113 sq ft

RM # 24.  Office Work Room
24.1 Purpose:
   24.1.1 Copier/printer: Yes
   24.1.2 Work Surface: Yes
   24.1.3 Storage Cabinet(s): Yes, locking
24.2 Location: Cold Zone
24.3 Security: None
24.4 Adjacencies: Office Suites 1 & 3
24.5 Comments: 98 sq ft
FIREFIGHTERS

RM # 25. Combined Kitchen/ Dining Room
25.1 Number people to work at one time: Up to 4
25.2 Seat how many: 24
25.3 Equipment:
   25.3.1 Stove size: 48” wide 6 burner, w/ hood
   25.3.2 Describe refrigerators: Whirlpool Sidekick – (2) refrigerator, (1) freezer
   25.3.3 Describe sink(s): (1) double deep, (1) ADA compliant
   25.3.4 Describe dish washer: Zero
25.4 Location: Cold zone
25.5 Adjacencies: Living
25.6 Access to exterior?: If possible
25.7 Comments: Stainless counters, painted steel cabinets
25.8 Seat how many: 24
25.9 Size: 800 sq ft

RM # 26. Pantry
26.1 Security: Individual cabinets are locked
26.2 Location: Cold zone
26.3 Adjacencies: Kitchen
26.4 Comments: (4) 2’x4’ full height pantry units. Solid phenolic w/ 5-nuckle hinges
26.5 Size: 113 sq ft

RM # 27. Fire Department Training/Conference Center (not public accessible)
27.1 Seat how many: 40
27.2 Use:
   27.2.1 Training
   27.2.2 Conferences
27.3 T.V.: (4) large, high on walls (1) per side.
27.4 Location: Cold zone
27.5 Security: No
27.6 Comments: Modular furniture to allow large conference table
   27.6.1 Be able to set up 2 training dummies
   27.6.2 (2) study carrels
27.7 Size: 600 sq ft
RM # 28.  Training Room Table & Chair Storage
28.1  Table rack quantity: 2
28.2  Chair rack quantity: 3
28.3  Location: Cold zone
28.4  Adjacencies: Direct access to training room
28.5  Comments: Plywood on walls to 48” AFF
28.6  Size: 100 sq ft

RM # 29.  Training Room A/V Equipment
29.1  Location: Cold zone
29.2  Security: Yes
29.3  Adjacencies: Direct access to training room
29.4  Comments: Window into Training Room
29.5  Size: 60 sq ft

RM # 30.  Training Prop Storage on Mezzanine
30.1  Location: Hot zone
30.2  Security: Yes
30.3  Adjacencies: Not critical
30.4  Comments: Cage construction
30.5  Size: 254 sq ft

RM # 31.  Not Used

RM # 32.  Exercise
32.1  Equipment:
32.1.1  Cardio: Rowing, stair master, treadmill, elliptical
32.1.2  Weights: (2) free weight benches
32.1.3  Weight Machines: Smith
32.2  Location: Cold zone
32.3  Security: No
32.4  Adjacencies: Not critical
32.5  Comments: Stretching space for 3-5 people, towel rack, hamper, water cooler. Rubber gym floor.
32.6  Size: 600 sq ft

RM # 33.  Career Personnel Lockers
33.1  Location: Cold zone
33.2  Security: No
33.3  Adjacencies: Living, bunking & bathrooms
33.4  Comments: 2’ x 2’ x 6’ Lockers for:
33.4.1  Engine 16
33.4.2  Ladder 20
33.4.3  Medics 18
33.4.4 Total of 54
33.5 Comments: Changing will occur in bathrooms.
33.6 Size: 729 sq ft

RM # 34. Bunk Room for Non-Officer Firefighters
34.1 Number of rooms: 1
34.2 Beds per room: 12
34.3 Desks: No
34.4 Comments: Divider walls to be made of cmu
34.5 Location: Cold zone
34.6 Security: None
34.7 Comments: Bed, night stand, low noise level
   34.7.1 All beds are hot swapped
   34.7.2 Each platoon buys its own sheets – color coded
   34.7.3 Dept. provides a blanket & pillow for each bed
   34.7.4 Firefighter bring their own pillow & blanket
34.8 Size: 984 sq ft

RM # 35. Uni-Sex, Non-ADA Bunker’s Bathrooms
35.1 Quantity: 3
35.2 Details: Sink, toilet, shower, bench, no urinal
35.3 Location: Cold zone
35.4 Security: Privacy lock, w/ occupied indicator
35.5 Adjacencies: Bunking
35.6 Comments: Easily decontaminated
35.7 Size: 72 sq ft

RM # 36. Uni-Sex, ADA Bunker’s Bathrooms
36.1 Quantity: 1
36.2 Details: Sink, toilet, shower, bench, no urinal
36.3 Location: Cold zone
36.4 Security: Privacy lock, w/ occupied indicator
36.5 Adjacencies: Bunking
36.6 Comments: Easily decontaminated
36.7 Size: 91 sq ft

RM # 37. Bunker’s Area Laundry Room
37.1 Location: Cold zone
37.2 Adjacencies: Bunking and living
37.3 Comments: Shelving for bedding, Cabinets
37.4 Size: 59 sq ft

No Urinals in station
RM # 38.  Public Entry Area

38.1  Voting - Area for one voting division should measure approximately 15’ x 15’.
  38.1.1  This allows room to set up 2 or 3 voting machines, tables and chairs for the board conducting the election for each individual division.
  38.1.2  Electrical outlets for each division voting there.
  38.1.3  Adequate lighting so a voter can enter the machine and be able to see to the bottom of the ballot.
  38.1.4  Heating and ventilation in the new areas to alleviate current problems with the cold and the smell of the fumes often complained about by board workers.

38.2  Display Area
  38.2.1  Bulletin board: Yes, w/ locking cover
  38.2.2  Plaque: Dedication plaque
  38.2.3  Items to be located in this space:
    38.2.3.1  Need size of voting booths
    38.2.3.2  6’ table

38.3  Location: Cold zone
38.4  Adjacencies: Watch desk
38.5  Comments: need adequate power for voting machines
38.6  Size: 232 sq ft

RM # 39.  Public Entry Area Bathroom

39.1  Quantity: 1
39.2  Details: Toilet, sink, no urinal
39.3  Location: Cold zone
39.4  Security: Hospital style privacy lock, w/ occupied indicator
39.5  Adjacencies: Direct access to public entry
39.6  Comments: Stainless steel, tamper resistant fixtures. Easily decontaminated. ADA compliant.
39.7  Size: 61 sq ft

RM # 40.  Entry Vestibules (2)

40.1  Comments: ADA and LEED compliant
40.2  Size: 2 @ 55 sq ft

RM # 41.  Living Side Janitors Closet

41.1  Mop Receptor: Yes

MISCELLANEOUS SPACES
41.2 Slop Sink: No
41.3 Floor Machine: Yes
41.4 Shelving: Yes
41.5 Mop/Broom Rack: Yes
41.6 Location: Cold zone
41.7 Comments: Floor drain
41.8 Size: 70 sq ft

RM # 42. Housekeeping Storage
42.1 Location: Cold zone
42.2 Security: No
42.3 Adjacencies: Living side
42.4 Size: 68 sq ft

RM # 43. Technology
43.1 Items to be located in this space:
   43.1.1 File server
   43.1.2 Phone
   43.1.3 Station Alerting
   43.1.4 Active Demarc
   43.1.5 UPS
43.2 Location: Cold zone
43.3 Security: Yes
43.4 Adjacencies: Not critical
43.5 Comments: Independent HVAC
43.6 Size: 200 sq ft

RM # 44. Mechanical, Electrical, Plumbing, HVAC, Sprinkler, Alarm, etc.
44.1 Fuel type at site: Natural gas
44.2 Heating type in apparatus bay: In-floor radiant
44.3 Heating type elsewhere: LEED compliant ducted HVAC
44.4 Building to be sprinklered: Yes
44.5 Hose bibs for exterior: Yes, keyed in not in secure location
44.6 Bay lighting type: LED
44.7 Site lighting type: LED, dark sky compliant, sharp cutoff at property line. Also security
44.8 Other lighting considerations: Modulated for non-glare wake up at alarm
44.9 Generator: Yes
   44.9.1 Fuel: Diesel
   44.9.2 Location of generator: Outdoors, on site, roof top is allowed with adequate vibration and noise isolation.
   44.9.3 Circuits on generator: All
44.10 Access control type: Electronic key pad in lock set
44.11 Security Cameras: Yes, exterior
44.12 Alarm: Yes; Describe: Fire, heat, CO
44.13 Siren: No
44.14 Apparatus bay oil/water separator: Yes
44.15 Kitchen grease trap: Yes
44.16 Kitchen pre-sink grease collection: yes
44.17 Location: Not critical
44.18 Size: 360 sq ft

RM # 45. Sprinkler Room
45.1 Booster pump if needed
45.2 Assume 70 sq ft

RM # 46. Miscellaneous Issues
46.1 A pay phone, or at least wiring for it must be installed near watch desk or public entrance, but not in the foyer.
46.2 No portion of this facility is to be below grade, with the exception of the required parking spaces.
<table>
<thead>
<tr>
<th>Program Item</th>
<th>Room Name</th>
<th>1st Floor Area</th>
<th>Mezz</th>
<th>Remote Structure</th>
<th>Total Area</th>
</tr>
</thead>
<tbody>
<tr>
<td>Apparatus Bay</td>
<td>Apparatus Bay</td>
<td>5,283</td>
<td></td>
<td>5,283</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Subtotal - Apparatus</strong></td>
<td>5,283</td>
<td></td>
<td>5,283</td>
<td></td>
</tr>
<tr>
<td>Firematic Support</td>
<td><strong>Mezzanine</strong></td>
<td></td>
<td>754</td>
<td></td>
<td>754</td>
</tr>
<tr>
<td></td>
<td>EMS Storage</td>
<td>170</td>
<td></td>
<td>170</td>
<td></td>
</tr>
<tr>
<td></td>
<td>EMS Stores Company</td>
<td>127</td>
<td></td>
<td>127</td>
<td></td>
</tr>
<tr>
<td></td>
<td>Firematic Storage</td>
<td>112</td>
<td></td>
<td>112</td>
<td></td>
</tr>
<tr>
<td></td>
<td>Not Used</td>
<td></td>
<td></td>
<td></td>
<td>0</td>
</tr>
<tr>
<td></td>
<td>Yard Storage</td>
<td>186</td>
<td></td>
<td>186</td>
<td></td>
</tr>
<tr>
<td></td>
<td>Turnout Gear</td>
<td>1,330</td>
<td></td>
<td>1,330</td>
<td></td>
</tr>
<tr>
<td></td>
<td>Outdoor Refuse Area</td>
<td>160</td>
<td></td>
<td>160</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Deco/Laundry</strong></td>
<td>576</td>
<td></td>
<td>576</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>EMS Storage</strong></td>
<td>170</td>
<td></td>
<td>170</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>EMS Stores Company</strong></td>
<td>127</td>
<td></td>
<td>127</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Firematic Storage</strong></td>
<td>112</td>
<td></td>
<td>112</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Not Used</strong></td>
<td></td>
<td></td>
<td></td>
<td>0</td>
</tr>
<tr>
<td></td>
<td><strong>Yard Storage</strong></td>
<td>186</td>
<td></td>
<td>186</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Turnout Gear</strong></td>
<td>1,330</td>
<td></td>
<td>1,330</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Outdoor Refuse Area</strong></td>
<td>160</td>
<td></td>
<td>160</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Apparatus Bay Bathrooms (2 @ 53 sq ft)</strong></td>
<td>106</td>
<td></td>
<td>106</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Detox Sauna</strong></td>
<td>83</td>
<td></td>
<td>83</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Watch Desk (Including Bathroom)</strong></td>
<td>235</td>
<td></td>
<td>235</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Subtotal - Firematic Support</strong></td>
<td>3,369</td>
<td>0</td>
<td>168</td>
<td>3,537</td>
</tr>
<tr>
<td>Administration</td>
<td><strong>Suite Type #1 (2 @ 537 sq ft)</strong></td>
<td>1,074</td>
<td></td>
<td>1,074</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Suite Type #2 (2 @ 492 sq ft)</strong></td>
<td>984</td>
<td></td>
<td>984</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Suite Type #3 (1)</strong></td>
<td>378</td>
<td></td>
<td>378</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>ARU/Fire Prevention Support</strong></td>
<td>113</td>
<td></td>
<td>113</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Office Workroom</strong></td>
<td>98</td>
<td></td>
<td>98</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Subtotal - Administration</strong></td>
<td>1,573</td>
<td></td>
<td>1,573</td>
<td></td>
</tr>
<tr>
<td>Firefighters</td>
<td><strong>Kitchen/Dining</strong></td>
<td>800</td>
<td></td>
<td>800</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Pantry</strong></td>
<td>113</td>
<td></td>
<td>113</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>FD Training/Conference</strong></td>
<td>600</td>
<td></td>
<td>600</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Training Room Tables &amp; Chairs</strong></td>
<td>100</td>
<td></td>
<td>100</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Training Room A/V</strong></td>
<td>60</td>
<td></td>
<td>60</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Training Room Prop Storage</strong></td>
<td>254</td>
<td></td>
<td>254</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Not Used</strong></td>
<td></td>
<td></td>
<td></td>
<td>0</td>
</tr>
<tr>
<td></td>
<td><strong>Exercise</strong></td>
<td>600</td>
<td></td>
<td>600</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Career Personnel Lockers</strong></td>
<td>729</td>
<td></td>
<td>729</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Bunkroom for Non-Officer Firefighters</strong></td>
<td>984</td>
<td></td>
<td>984</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Uni-sex non-ADA Bunkers' Bathrooms (3)</strong></td>
<td>216</td>
<td></td>
<td>216</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Uni-sex ADA Bankers’ Bathroom (1)</strong></td>
<td>91</td>
<td></td>
<td>91</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Bunker's Area Laundry</strong></td>
<td>59</td>
<td></td>
<td>59</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Subtotal - Firefighters</strong></td>
<td>4,352</td>
<td>254</td>
<td>4,606</td>
<td></td>
</tr>
<tr>
<td>Public Spaces</td>
<td><strong>Public Entry Area</strong></td>
<td>232</td>
<td></td>
<td>232</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Public Rest Rooms M &amp; F</strong></td>
<td>61</td>
<td></td>
<td>61</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Subtotal - Public Spaces</strong></td>
<td>293</td>
<td></td>
<td>293</td>
<td></td>
</tr>
<tr>
<td>Miscellaneous Space</td>
<td><strong>Entry Vestibules (2 @ 55 sq ft)</strong></td>
<td>110</td>
<td></td>
<td>110</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Living Side Janitors Closet</strong></td>
<td>70</td>
<td></td>
<td>70</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Housekeeping Storage</strong></td>
<td>68</td>
<td></td>
<td>68</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Technology</strong></td>
<td>200</td>
<td></td>
<td>200</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Mechanical/Electrical</strong></td>
<td>360</td>
<td></td>
<td>360</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Sprinkler</strong></td>
<td>70</td>
<td></td>
<td>70</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Subtotal - Miscellaneous Spaces</strong></td>
<td>878</td>
<td></td>
<td>878</td>
<td></td>
</tr>
<tr>
<td>Area Subtotals</td>
<td><strong>Bay</strong></td>
<td>5,283</td>
<td></td>
<td>5,283</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Firematic Support</strong></td>
<td>3,369</td>
<td></td>
<td>3,369</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Mezzanine</strong></td>
<td>1,008</td>
<td></td>
<td>1,008</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Office &amp; Living</strong></td>
<td>7,096</td>
<td></td>
<td>7,096</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Other</strong></td>
<td>160</td>
<td></td>
<td>160</td>
<td></td>
</tr>
<tr>
<td>Walls &amp; Circulation</td>
<td><strong>Apparatus Bay Walls @ 8%</strong></td>
<td>423</td>
<td></td>
<td>423</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Firematic Support Walls @ 15%</strong></td>
<td>505</td>
<td></td>
<td>505</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Firematic Support Circulation @ 15%</strong></td>
<td>505</td>
<td></td>
<td>505</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Office Area Walls @ 16%</strong></td>
<td>1,135</td>
<td></td>
<td>1,135</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Office Area Circulation @ 15%</strong></td>
<td>1,064</td>
<td></td>
<td>1,064</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Remote Structure Walls</strong></td>
<td>42</td>
<td></td>
<td>42</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Subtotal - Walls &amp; Circulation</strong></td>
<td>3,633</td>
<td>42</td>
<td>3,675</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Total</strong></td>
<td>19,381</td>
<td>1,008</td>
<td>20,599</td>
<td></td>
</tr>
<tr>
<td></td>
<td><strong>Footprint</strong></td>
<td>19,381</td>
<td></td>
<td>19,381</td>
<td></td>
</tr>
</tbody>
</table>
Adjacency Requirements

City of Philadelphia
Station 10
Room Adjacency Matrix
Date: 1/27/2018

1. Apparatus Bay
2. Mezzanine
3. EMS Storage
4. EMS Stores Company
5. Firematic Storage
6. Yard Storage
7. Outdoor Refuse Area
8. Deck/Jerry
9. Hot Side Shutoffs
10. Hazardous Waste Storage
11. Turnout Gear
12. Office/Workroom
13. Utility Room
14. Utility Room
15. Recreational
16. Recreational
17. Apparatus Bay Bathrooms
18. Office Bathrooms
19. Office Bathrooms
20. Office Bathrooms
21. Office Bathrooms
22. Office Bathrooms
23. Office Bathrooms
24. Office Bathrooms
25. Office Bathrooms
26. Office Bathrooms
27. Office Bathrooms
28. Office Bathrooms
29. Office Bathrooms
30. Office Bathrooms
31. Office Bathrooms
32. Office Bathrooms
33. Office Bathrooms
34. Office Bathrooms
35. Office Bathrooms
36. Office Bathrooms
37. Office Bathrooms
38. Office Bathrooms
39. Office Bathrooms
40. Office Bathrooms
41. Office Bathrooms
42. Office Bathrooms
43. Office Bathrooms
44. Office Bathrooms
45. Office Bathrooms

HOT ZONE
WARM ZONE
COLD ZONE
PERIPHERAL ZONE
CONTIGUOUS
NEAR ADJACENCY
MODERATE DISTANCE
DISTANT
NO REQUIREMENT

MITCHELL ASSOCIATES ARCHITECTS
EMERGENCY SERVICE FACILITIES

Adjacency
PHILADELPHIA
FIRE DEPARTMENT
STATION 10

M.A. 00
510-440-0111

10

6.iii Specific Master Plan Projects - Fire Engine 10

21
1-Story Block Plan on Existing Site

Only shown for area required. Location could be anywhere on site. It is recognized the existing station has to stay in operation.
2-Story Block Plan on Existing Site

Only shown for area required. Location could be anywhere on site. It is recognized the existing station has to stay in operation.
2-Story Block Plan across Reed Street
Next Steps

Estimate probable costs

Finalize basis of design documents for inclusion in the RFP, including:

* Basis of Design Specifications
* Sample Building Diagrams
* Program Documents

Work with PIDC to release RFP for redevelopment, solicit proposals, review proposals, select developer
Equipment Schedule & Room Plans

New Station 10
for the City of Philadelphia
Fire Department

February 5, 2018

Issued for Owner Review
<table>
<thead>
<tr>
<th>Room No.</th>
<th>Room Name</th>
<th>Equip. No.</th>
<th>Mfrg. &amp; Model No.</th>
<th>Quant.</th>
<th>Description</th>
<th>Notes</th>
</tr>
</thead>
<tbody>
<tr>
<td>01</td>
<td>Apparatus Bay</td>
<td>01.01</td>
<td>Macro-Air AVD370</td>
<td>2</td>
<td>Ceiling Fan</td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td>01.02</td>
<td>Nederman Magna Track Back-in Exhaust Capture System and System Exhaust Fan</td>
<td>1</td>
<td>Scope includes Electrical connections and signal wiring including ties-ins to Bay exhaust fan upon detection of CO limit exceeded. Nederman Unit(s) to be located on roof with roof rails and provided with electrical disconnect(s).</td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td>01.03</td>
<td>Coxreels PC Series Power Cord Reel - PC13-5012-A</td>
<td>8</td>
<td>Ceiling Mounted Electrical reel with 3/8&quot; line, 50' in length</td>
<td>One (1) at each apparatus located at drivers side rear of cab location. Final locations TBD in field w/PFD.</td>
</tr>
<tr>
<td></td>
<td></td>
<td>01.04</td>
<td>Hannay Model # N818-25-26-10.5 B-SR</td>
<td>2</td>
<td>Water hose reel - 70 feet of 3/4&quot; hose, typ.</td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td>01.05</td>
<td>Potter Roemer 2 1/2&quot; Hose Valve</td>
<td>1</td>
<td>2-1/2&quot; Truck fill hydrants; Female x Male: Female inlet x Male Hose Thread outlet. Red hand wheel with polished chrome plated valve</td>
<td>FD to confirm information on connection type; provide water hammer arrestor as required.</td>
</tr>
<tr>
<td></td>
<td></td>
<td>01.06</td>
<td>Nederman Exhaust Capture Radio Receiver</td>
<td>1</td>
<td>Located as directed by PFD</td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td>01.07</td>
<td>TBD</td>
<td>2</td>
<td>46&quot; Flat Screen Monitor</td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td>01.08</td>
<td>Advance Tabco 7-PS-80 + upgraded ASI 0360 automatic soap dispenser + Bobrick Semi-Recessed Paper Tower Dispenser and Waste Receptacle B-3974</td>
<td>2</td>
<td>Stainless Steel Hand Sink with wrist-blade operated gooseneck faucet and paper towel dispenser + ASI automatic soap dispenser</td>
<td>Battery operated automatic soap dispenser &amp; Towel dispenser</td>
</tr>
<tr>
<td></td>
<td></td>
<td>01.09</td>
<td>Claridge 1300 Series #1348L</td>
<td>1</td>
<td>4'H x 8'W white porcelain enamel steel writing surface with 1 1/4&quot; wide satin aluminum frame &amp; chalk tray</td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td>01.10</td>
<td>Guardian G1991 + FC20 + TMV</td>
<td>1</td>
<td>Free Standing Emergency Shower w/eye wash and FC20 Flow Regulator + TMV thermostatic mixing valve</td>
<td>Located just outside Work Room Door on Bay side of Wall</td>
</tr>
</tbody>
</table>

**Apparatus Bay**

<table>
<thead>
<tr>
<th>Room No.</th>
<th>Room Name</th>
<th>Equip. No.</th>
<th>Mfrg. &amp; Model No.</th>
<th>Quant.</th>
<th>Description</th>
<th>Notes</th>
</tr>
</thead>
<tbody>
<tr>
<td>03</td>
<td>EMS Storage</td>
<td>03.01</td>
<td>Global WG653261 + WG653267</td>
<td>2</td>
<td>Global 4-tier adjustable HD Wire Shelving Unit 60&quot;W x 24&quot;D x 74&quot;H + one additional Shelf</td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td>03.02</td>
<td>Capsa Healthcare Avalo Treatment Cart</td>
<td>2</td>
<td>5 Drawer, core lock, 2 handles. 31&quot;L x 24&quot;W x 43 1/2&quot;H</td>
<td>PFD to provide preference for keyed locking, keypad locking or ID Badge / Proximity Card Locking</td>
</tr>
<tr>
<td></td>
<td></td>
<td>03.03</td>
<td>Durham 3703CX-BLP4S-95</td>
<td>1</td>
<td>2-door, Double-Wide, heavy duty electronic access control cabinet with separate access controls/locking features per side. 48&quot;W x 78&quot;H x 24&quot;D; 14 gauge steel in gray powder coat finish</td>
<td>Narcotics Cabinet.</td>
</tr>
<tr>
<td>03.04</td>
<td>Basis of Design - Mott Manufacturing. Stainless Steel Cabinets</td>
<td>1</td>
<td>SS Base &amp; wall cabinets with 16 gauge 304 SS countertop, 18 gauge cabinet sides and drawers and 4” splash on 3 sides.</td>
<td>Unlocked BLS Supplies above and below SS work surface.</td>
<td></td>
<td></td>
</tr>
<tr>
<td>-------</td>
<td>---------------------------------------------------------------</td>
<td>---</td>
<td>----------------------------------------------------------</td>
<td>-------------------------------------------------------------</td>
<td></td>
<td></td>
</tr>
<tr>
<td>03.05</td>
<td>USA Safety GB300FS</td>
<td>2</td>
<td>3-Bottle, M Size, Inline Cascade Wall Mount Bracket</td>
<td>(Tanks assumed to be a relocated item by PFD)</td>
<td></td>
<td></td>
</tr>
<tr>
<td>03.06</td>
<td>USA Safety GC210RR</td>
<td>2</td>
<td>D, E, M9 Cylinder, 24 tank capacity cart. 32&quot;W x 41&quot;H x 20&quot;D</td>
<td>O² Rolling Carts; 5” square cylinder opening (Carts to be confirmed by PFD as to New or Existing to be Relocated.)</td>
<td></td>
<td></td>
</tr>
<tr>
<td>03.07</td>
<td>Hallowell HW6SC0478-4CL</td>
<td>1</td>
<td>16 Gauge, Charcoal Gray, Corrosion-Resistant Cabinet, 60”W x 24”D x 78”H</td>
<td>Lockable,Double-Wide, Storage Cabinet with 4 shelves.</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

**EMS Storage**

<table>
<thead>
<tr>
<th>04.01</th>
<th>Global WG653260 + WG653266</th>
<th>3</th>
<th>Global 4-tier adjustable HD Wire Shelving Unit 48&quot;W x 24&quot;D x 74&quot;H + one additional Shelf</th>
<th></th>
</tr>
</thead>
<tbody>
<tr>
<td>04.02</td>
<td>Stretcher</td>
<td>1</td>
<td>Existing to be relocated</td>
<td>(Assumed to be a relocated item by PFD)</td>
</tr>
<tr>
<td>04.03</td>
<td>Stair Chair</td>
<td>1</td>
<td>Existing to be relocated</td>
<td>(Assumed to be a relocated item by PFD)</td>
</tr>
<tr>
<td>04.04</td>
<td>Basis of Design - Mott Manufacturing. Stainless Steel Cabinets</td>
<td>1</td>
<td>SS Base &amp; Wall cabinets with 16 gauge 304 SS countertop, 18 gauge cabinet sides and drawers and 4” splash on 3 sides.</td>
<td>48” of SS Work Surface with SS Cabinets above and below.</td>
</tr>
</tbody>
</table>

**EMS Stores Co**

<table>
<thead>
<tr>
<th>05.01</th>
<th>Global WG653259 + WG653265</th>
<th>2</th>
<th>Global 4-tier adjustable HD Wire Shelving Unit 36”W x 24”D x 74”H + one additional Shelf</th>
<th></th>
</tr>
</thead>
<tbody>
<tr>
<td>05.02</td>
<td>Global WG653260 + WG653266</td>
<td>3</td>
<td>Global 4-tier adjustable HD Wire Shelving Unit 48”W x 24”D x 74”H + one additional Shelf</td>
<td></td>
</tr>
<tr>
<td>05.03</td>
<td>E-Z Shelving System for sixteen (16) Charging Stations</td>
<td>1</td>
<td>18 Gauge Stainless Steel, Type #304 Wall Mount Shelving System w/1500lb. Capacity per shelf.</td>
<td>(3) 24” long uprights mounted at 16” O.C. with two (2) 16” Deep shelves at 42” Wide each. Mount b/uprights at 28” AFF with center of shelves at 3’-4” AFF.</td>
</tr>
<tr>
<td>05.04</td>
<td>eDarley.com DIY Hose Rack</td>
<td>1</td>
<td>Hose Rack - 6’-0”long consisting of eDarley #AR347 Hose Brackets (9 total) with 2” steel support pipes</td>
<td>3/16” thick (0.188”) Aluminum diamond deck shelves bent to conform to the hose brackets with a 2” return lip at bracket ends. Secure pipe ends (T&amp;B) to concrete using Kee Klamp galvanized steel flange by Kee Safety</td>
</tr>
</tbody>
</table>

**Firematic Storage**

<table>
<thead>
<tr>
<th>07.01</th>
<th>Walking Mower</th>
<th>1</th>
<th>Existing to be relocated</th>
<th>(Assumed to be a relocated item by PFD)</th>
</tr>
</thead>
<tbody>
<tr>
<td>07.02</td>
<td>Salt Spreader</td>
<td>1</td>
<td>Existing to be relocated</td>
<td>(Assumed to be a relocated item by PFD)</td>
</tr>
<tr>
<td>07.03</td>
<td>Snow Blower</td>
<td>1</td>
<td>Existing to be relocated</td>
<td>(Assumed to be a relocated item by PFD)</td>
</tr>
<tr>
<td>07.04</td>
<td>Grill</td>
<td>1</td>
<td>Existing to be relocated</td>
<td>(Assumed to be a relocated item by PFD)</td>
</tr>
<tr>
<td>07.05</td>
<td>Recycling Container</td>
<td>1</td>
<td>Existing to be relocated</td>
<td>(Assumed to be a relocated item by PFD)</td>
</tr>
<tr>
<td>07.06</td>
<td>Trash Container</td>
<td>1</td>
<td>Existing to be relocated</td>
<td>(Assumed to be a relocated item by PFD)</td>
</tr>
<tr>
<td>-------</td>
<td>----------------</td>
<td>---</td>
<td>--------------------------</td>
<td>--------------------------------------</td>
</tr>
<tr>
<td>07.07</td>
<td>55 gallon drums</td>
<td>4</td>
<td>Existing to be relocated</td>
<td></td>
</tr>
<tr>
<td>07.08</td>
<td>New Pig PAK605-WD</td>
<td>2</td>
<td>Poly Spill Containment Pallets; 28.75&quot;W x 53&quot;L x 16.31&quot;H with drain</td>
<td>PAK605-WD</td>
</tr>
<tr>
<td>07.09</td>
<td>Rider Mower</td>
<td>1</td>
<td>Existing to be relocated</td>
<td>(Assumed to be a relocated item by PFD)</td>
</tr>
</tbody>
</table>

### Yard Storage

<table>
<thead>
<tr>
<th>08.01</th>
<th>Gear Grid 24x24 Lockers</th>
<th>1</th>
<th>Total of (107) Lockers - 24&quot;x24&quot;x72&quot; Color - Red Baron with Hang Bar Kits</th>
<th>39 Wall-Mount Lockers + 68-Lockers on Free-Standing Tube Wall Structure Unit (FSTWS)</th>
</tr>
</thead>
<tbody>
<tr>
<td>08.02</td>
<td>Robinson Steel RSCADAPLB</td>
<td>4</td>
<td>20&quot;D x 42&quot;L x 17.5&quot;H, black phenolic locker bench; 4 Heavy Duty Stainless Steel pedestals with 8.25&quot; diameter flanges. 1 1/4&quot; thick bench top with rounded edges and corners</td>
<td>Pedestal color - 11 Gauge Stainless Steel 304</td>
</tr>
</tbody>
</table>

### Turnout Gear

<table>
<thead>
<tr>
<th>09.01</th>
<th>Recycling Container</th>
<th>4</th>
<th>Existing to be relocated</th>
<th>(Assumed to be a relocated item by PFD)</th>
</tr>
</thead>
<tbody>
<tr>
<td>09.02</td>
<td>Trash Container</td>
<td>4</td>
<td>Existing to be relocated</td>
<td>(Assumed to be a relocated item by PFD)</td>
</tr>
</tbody>
</table>

### Outdoor Refuse Area

<table>
<thead>
<tr>
<th>10.01</th>
<th>Granuldisk Solo Rescue SCBA Washer</th>
<th>1</th>
<th>Contaminated SCBA &amp; Gear cleaner</th>
<th></th>
</tr>
</thead>
<tbody>
<tr>
<td>10.02</td>
<td>Basis of Design - Mott Manufacturing. Stainless Steel Cabinets</td>
<td>1</td>
<td>SS Base &amp; wall cabinets with 16 gauge 304 SS countertop, 18 gauge cabinet sides and drawers and 4&quot; splash on 3 sides.</td>
<td></td>
</tr>
<tr>
<td>10.03</td>
<td>Advance Tabco FC-3-1620-24RL [Faucet] Advance Tabco K116 Heavy Duty Pre-Rinse Faucet</td>
<td>1</td>
<td>Two 24&quot; Drainboards - 84&quot; L x 26&quot; W - 16&quot; x 20&quot; x 14&quot; Bowls; 16 gauge 304 SS and (2) pre-rinse faucets</td>
<td>3-Bowl Sink with Foot Pedal controlled faucets</td>
</tr>
<tr>
<td>10.04</td>
<td>Advance Tabco SW1-72</td>
<td>1</td>
<td>SS Single Bar Pot Rack - 72&quot; Long</td>
<td></td>
</tr>
<tr>
<td>10.05</td>
<td>Robinson Steel RSCADAPLB</td>
<td>1</td>
<td>20&quot;D x 42&quot;L x 17.5&quot;H, black phenolic locker bench; 4 Heavy Duty Stainless Steel pedestals with 8.25&quot; diameter flanges. 1 1/4&quot; thick bench top with rounded edges and corners</td>
<td>Pedestal color - 11 Gauge Stainless Steel 304</td>
</tr>
<tr>
<td>10.06</td>
<td>Advance Tabco K116 Heavy Duty Pre-Rinse Faucet</td>
<td>1</td>
<td>Pre-rinse faucet</td>
<td>Mounted in Decon Shower location.</td>
</tr>
<tr>
<td>10.07</td>
<td>Guardian G1991 + FC20 + TMV</td>
<td>1</td>
<td>Free Standing Emergency Shower w/eye wash and FC20 Flow Regulator + TMV thermostatic mixing valve</td>
<td></td>
</tr>
<tr>
<td>10.08</td>
<td>Moen 8346</td>
<td>1</td>
<td>Single-Handle Pressure balancing Shower Valve with Hand-Held Shower System</td>
<td></td>
</tr>
<tr>
<td>10.09</td>
<td>Moen HP5360 Soap Dish</td>
<td>1</td>
<td>Chrome Wall Mount Soap Dish</td>
<td></td>
</tr>
<tr>
<td>10.10</td>
<td>Basis of Design - Mott Manufacturing. Stainless Steel Cabinets</td>
<td>1</td>
<td>SS Base &amp; wall cabinets with 16 gauge 304 SS countertop, 18 gauge cabinet sides and drawers and 4&quot; splash on 2 sides.</td>
<td></td>
</tr>
<tr>
<td>10.11</td>
<td>Milnor MCR18E4</td>
<td>1</td>
<td>Commercial grade washer 34.45&quot;W x 41.88&quot;D x 51.75&quot;H.</td>
<td>3/4&quot; inlet connections.</td>
</tr>
<tr>
<td>Product Code</td>
<td>Item Description</td>
<td>Quantity</td>
<td>Unit Price</td>
<td>Notes</td>
</tr>
<tr>
<td>--------------</td>
<td>------------------</td>
<td>----------</td>
<td>------------</td>
<td>-------</td>
</tr>
<tr>
<td>10.12</td>
<td>Milnor M-50p</td>
<td>1</td>
<td></td>
<td>Commercial grade dryer 34.5&quot;W x 49.375&quot;D x 73.625&quot;H. Available in Single Phase or 3-Phase. PFD to advise if electric or gas fired unit is desired. Basis of Design is Electrical Model.</td>
</tr>
<tr>
<td>10.13</td>
<td>TBD</td>
<td>1</td>
<td>Detergent Dispensing and Storage</td>
<td>PFD to advise if Fire Soaps or other vendor is desired</td>
</tr>
<tr>
<td>10.14</td>
<td>Milnor 36026VSZ</td>
<td>1</td>
<td>100# capacity Washer/Extractor</td>
<td></td>
</tr>
<tr>
<td>10.15</td>
<td>Milnor FC6</td>
<td>2</td>
<td>Gear Dryers</td>
<td></td>
</tr>
<tr>
<td>10.16</td>
<td>1-1/4&quot; Black Iron Pipe &amp; Fittings</td>
<td>1</td>
<td>Turnout Gear Hanging Rack</td>
<td>13&quot;-4&quot; long x height as determined by PFD</td>
</tr>
<tr>
<td>10.17</td>
<td>TBD</td>
<td>4</td>
<td>Laundry Carts</td>
<td>PFD to advise if relocation or desired vendor of choice</td>
</tr>
<tr>
<td>10.18</td>
<td>TBD</td>
<td>10</td>
<td>Gear laundry bags</td>
<td>PFD to advise if relocation or desired vendor of choice</td>
</tr>
<tr>
<td>10.19</td>
<td>E-Z Shelving System above laundry carts; double tier SS shelving</td>
<td>1</td>
<td>18 Gauge Stainless Steel, Type #304 Wall Mount Shelving System w/1500lb. Capacity per shelf.</td>
<td>(7) 30&quot; long uprights mounted at 24&quot; O.C. with three (3) 30&quot; Deep shelves at 60&quot; Wide each x 2 levels. Mount b/uprights at 18&quot; a/top of laundry carts.</td>
</tr>
</tbody>
</table>

### 11 Hot Side Showers

<table>
<thead>
<tr>
<th>Item Code</th>
<th>Item Description</th>
<th>Quantity</th>
<th>Unit Price</th>
<th>Notes</th>
</tr>
</thead>
<tbody>
<tr>
<td>11.01</td>
<td>Robinson Steel RSCPLB</td>
<td>2</td>
<td>9.5&quot;D x 36&quot;L x 17.5&quot;H, black phenolic locker bench; 2 Heavy Duty Stainless Steel pedestals with 8.25&quot; diameter flanges. 1 1/4&quot; thick bench top with rounded edges and corners</td>
<td>Pedestal color - 11 Gauge Stainless Steel 304</td>
</tr>
<tr>
<td>11.02</td>
<td>InPro Super Bio-Stat Shower Curtain</td>
<td>4</td>
<td>Antibacterial treated vinyl shower curtain with chrome-plated or stainless steel hooks</td>
<td></td>
</tr>
</tbody>
</table>

### 12 Red Bag

<table>
<thead>
<tr>
<th>Item Code</th>
<th>Item Description</th>
<th>Quantity</th>
<th>Unit Price</th>
<th>Notes</th>
</tr>
</thead>
<tbody>
<tr>
<td>12.01</td>
<td>Solutions #A7970R</td>
<td>1</td>
<td>200 Gallon Capacity Medical Waste Container; 49.5&quot;W x 30.2&quot;D x 51&quot;H.</td>
<td></td>
</tr>
</tbody>
</table>

### 13 Work Room

<table>
<thead>
<tr>
<th>Item Code</th>
<th>Item Description</th>
<th>Quantity</th>
<th>Unit Price</th>
<th>Notes</th>
</tr>
</thead>
<tbody>
<tr>
<td>13.01</td>
<td>JustRite Flammable Liquids Cabinet 894580 (45 gal) OR 893020 (30 gal capacity)</td>
<td>1</td>
<td>Double Door Flammable Liquids Cabinet. 45 gallon - 43:W x 18&quot;D x 65&quot;H ($1,790.00 retail). 30 gallon - 43&quot;W x 18&quot;D x 44&quot;H ($854.00 retail)</td>
<td>PFD to provide preference for size/capacity cabinet</td>
</tr>
<tr>
<td>13.02</td>
<td>Kobalt Model #HS4155RC-13 Tool Chest+ Kobalt #HS27553D-13 Tool Box</td>
<td>1</td>
<td>41&quot;w x 18&quot;d x 41&quot;h Stainless Steel 11-Drawer Ball Bearing Tool Chest + 27&quot;w x 12&quot;d x 17&quot;h SS Tool Box</td>
<td>Overall 8 foot wide work station with table-top mounted vise</td>
</tr>
<tr>
<td>13.03</td>
<td>Lyon #2400AS Work Station</td>
<td>2</td>
<td>48&quot;W x 28&quot;D 12 Gauge Steel top Work Bench with Stringer and Drawer (Dove Gray - DD) + Table Top mounted vise</td>
<td></td>
</tr>
<tr>
<td>13.04</td>
<td>Global #WG798502 - 300# shelf capacity</td>
<td>1</td>
<td>Heavy Duty Shelving 72x24x96 With 5 Shelves</td>
<td></td>
</tr>
<tr>
<td>13.05</td>
<td>Global #WG798492 - 300# shelf capacity</td>
<td>2</td>
<td>Heavy Duty Shelving 48x18x96 With 5 Shelves</td>
<td></td>
</tr>
<tr>
<td>13.06</td>
<td>Astro #5453</td>
<td>1</td>
<td>Parts Washer with 20 gallon capacity</td>
<td>110V solvent pump and self-draining. PC to provide piped drainage to floor drain or containerized solution</td>
</tr>
<tr>
<td></td>
<td>Description</td>
<td>Quantity</td>
<td>Details</td>
<td></td>
</tr>
<tr>
<td>---</td>
<td>-----------------------------------------------------------------------------</td>
<td>----------</td>
<td>-------------------------------------------------------------------------</td>
<td></td>
</tr>
<tr>
<td>13.07</td>
<td>Elkay ESSB2520C - 14 Ga Stainless Steel, Furnished complete w/Advance Tabco K116 Heavy Duty Pre-Rinse Faucet</td>
<td>1</td>
<td>Utility Sink w/ pre-rinse faucet w/ Gojo PRO TDX 2000 System mounted adjacent to sink</td>
<td></td>
</tr>
<tr>
<td>13.08</td>
<td>Uline 48x48, H-4833 &amp; H-1975</td>
<td>1</td>
<td>Uline 48&quot; x 48&quot; Maple Top Work Table w/caster and (2) undercountertop drawers</td>
<td></td>
</tr>
<tr>
<td>13.09</td>
<td>DeWalt DWFP55126</td>
<td>1</td>
<td>Heavy Duty, 6.0 gallon, 165 psi pancake compressor. Oil-free pump for increased life and low 75.5 dBA operating level.</td>
<td></td>
</tr>
<tr>
<td>14.01</td>
<td>Elkay ESSB2520C - 14 Ga Stainless Steel, Furnished complete w/bucket hook faucet</td>
<td>1</td>
<td>Utility Sink w/ wristblade 3&quot; bucket hook faucet w/ Gojo PRO TDX 2000 System mounted adjacent to sink</td>
<td></td>
</tr>
<tr>
<td>14.02</td>
<td>TBD</td>
<td>1</td>
<td>Truck Tool Rack</td>
<td></td>
</tr>
<tr>
<td>14.03</td>
<td>TBD</td>
<td>1</td>
<td>Recycling Container on wheels</td>
<td></td>
</tr>
<tr>
<td>14.04</td>
<td>TBD</td>
<td>1</td>
<td>Trash Container on wheels</td>
<td></td>
</tr>
<tr>
<td>14.05</td>
<td>Global WG653259 + WG653265</td>
<td>1</td>
<td>Global 4-tier adjustable HD Wire Shelving Unit 36&quot;W x 24&quot;D x 74&quot;H + one additional Shelf</td>
<td></td>
</tr>
<tr>
<td>15.01</td>
<td>Frigidaire FFR1821TS</td>
<td>1</td>
<td>Stainless Steel 18 Cu. Ft. Top Freezer</td>
<td></td>
</tr>
<tr>
<td>15.02</td>
<td>Ice-O-Matic HISU090FA</td>
<td>1</td>
<td>Ice Machine - air cooled, 100 lb. daily capacity</td>
<td>20&quot;W x 23.7&quot;D x 37.5&quot;H</td>
</tr>
<tr>
<td>15.03</td>
<td>Uline H-3915</td>
<td>1</td>
<td>72&quot;W x 36&quot;D x 72&quot;H Steel storage Shelf. 16 guage steel shelves, powder coated gray</td>
<td></td>
</tr>
<tr>
<td>16.01</td>
<td>Global #WY255719</td>
<td>1</td>
<td>Heavy Duty Shelving 48x12x72 with extra shelf (5) wire deck, 1500# shelf capacity</td>
<td></td>
</tr>
<tr>
<td>16.02</td>
<td>Tennant T3 ec-H2O</td>
<td>1</td>
<td>Floor Cleaner</td>
<td></td>
</tr>
<tr>
<td>16.03</td>
<td>Bradley 9933</td>
<td>1</td>
<td>Mop and Broom Holders with Shelf</td>
<td></td>
</tr>
<tr>
<td>17.01</td>
<td>Watch Desk Console</td>
<td>1</td>
<td>Console with seating for 2 personnel</td>
<td></td>
</tr>
<tr>
<td>17.02</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>18.01</td>
<td>TBD</td>
<td>1</td>
<td>Bench</td>
<td></td>
</tr>
<tr>
<td>18.02</td>
<td>TBD</td>
<td>2</td>
<td>Stationary Bike; non-electrified</td>
<td></td>
</tr>
<tr>
<td>19.01</td>
<td>Watch Desk Console</td>
<td>1</td>
<td>Con</td>
<td></td>
</tr>
<tr>
<td>Item</td>
<td>Description</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>------</td>
<td>-------------</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>19.05</td>
<td>DreamSeat HT</td>
<td>Recliner</td>
<td></td>
<td></td>
</tr>
<tr>
<td>19.06</td>
<td>TBD</td>
<td>32” Flat Screen Monitor</td>
<td></td>
<td></td>
</tr>
<tr>
<td>19.07</td>
<td>Claridge 814L</td>
<td>1 36”H x 48”W 800 Series Marker Board with porcelain enamel finish</td>
<td></td>
<td></td>
</tr>
<tr>
<td>19.08</td>
<td>Annunciator Panel/CO NOX Reporting Panel</td>
<td>1</td>
<td></td>
<td></td>
</tr>
<tr>
<td>19.09</td>
<td>OH Master Control Station</td>
<td>1</td>
<td></td>
<td></td>
</tr>
<tr>
<td>19.10</td>
<td>PA System Amplifier/Speakers</td>
<td>1</td>
<td></td>
<td></td>
</tr>
<tr>
<td>19.11</td>
<td>TBD</td>
<td>32” Flat Screen Monitor for Security System</td>
<td></td>
<td></td>
</tr>
<tr>
<td>19.12</td>
<td>Claridge Bulletin Board</td>
<td>1 Wall Mount Bulletin Board</td>
<td></td>
<td></td>
</tr>
<tr>
<td>19.13</td>
<td>TBD</td>
<td>42” to 54” Wall Mount TV with Cable Access</td>
<td></td>
<td></td>
</tr>
<tr>
<td>19.14</td>
<td>Clarus Glassboard</td>
<td>1 6’ x 4’ Clarus Glassboard Magnetic “Float” with “T” tray for markers Glass marker board with response area map superimposed onto glass surface</td>
<td></td>
<td></td>
</tr>
<tr>
<td>19.15</td>
<td>TBD</td>
<td>2 Task Chair</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

**Watch Desk**

<table>
<thead>
<tr>
<th>Suite Type 1 (ADA Compliant)</th>
<th>20.01</th>
<th>Prospec US Inc. Marathon Phenolic Locker</th>
<th>8</th>
<th>Phenolic Personal Storage Cabinets w/ lock - 24x24x78</th>
</tr>
</thead>
<tbody>
<tr>
<td>20.02</td>
<td>TBD</td>
<td>2</td>
<td>Bookshelves</td>
<td></td>
</tr>
<tr>
<td>20.03</td>
<td>Countertop and Casework</td>
<td>2</td>
<td>Workstation Countertop</td>
<td></td>
</tr>
<tr>
<td>20.04</td>
<td>TBD</td>
<td>2</td>
<td>Letter File Cabinet - 28” deep</td>
<td></td>
</tr>
<tr>
<td>20.05</td>
<td>TBD</td>
<td>2</td>
<td>Night Stand</td>
<td></td>
</tr>
<tr>
<td>20.06</td>
<td>Basis of Design - Norix Furniture Protégé NextGen Steel Single Bed PROT100 w/ Norix Comfort Shield Mattress MNE7-3680</td>
<td>2</td>
<td>XL Twin Bed w/cherry wood headboard/footboard option and foam encased innerspring mattress with antimicrobial nylon cover</td>
<td></td>
</tr>
<tr>
<td>20.07</td>
<td>Robinson Steel RSCADAPLB</td>
<td>1</td>
<td>20’D x 42”L x 17.5”H, black phenolic locker bench; 4 Heavy Duty Stainless Steel pedestals with 8.25” diameter flanges. 1 1/4” thick bench top with rounded edges and corners Pedestal color - 11 Gauge Stainless Steel 304</td>
<td></td>
</tr>
<tr>
<td>20.08</td>
<td>InPro Super Bio-Stat Shower Curtain</td>
<td>1</td>
<td>Antibacterial treated vinyl shower curtain with chrome-plated or stainless steel hooks</td>
<td></td>
</tr>
<tr>
<td>20.09</td>
<td>Bobrick B-5181</td>
<td>1</td>
<td>Antimicrobial Folding Shower Seat</td>
<td></td>
</tr>
<tr>
<td>20.10</td>
<td>TBD</td>
<td>2</td>
<td>Task Chair</td>
<td></td>
</tr>
</tbody>
</table>

**Suite Type 2**

<table>
<thead>
<tr>
<th>Suite Type 2</th>
<th>21.01</th>
<th>Basis of Design - Norix Furniture Protégé NextGen Steel Single Bed PROT100 w/ Norix Comfort Shield Mattress MNE7-3680</th>
<th>4</th>
<th>XL Twin Bed w/cherry wood headboard/footboard option and foam encased innerspring mattress with antimicrobial nylon cover</th>
</tr>
</thead>
<tbody>
<tr>
<td>21.02</td>
<td>TBD</td>
<td>2</td>
<td>Nite Stand</td>
<td></td>
</tr>
<tr>
<td>21.03</td>
<td>DreamSeat HT</td>
<td>2</td>
<td>Recliner</td>
<td></td>
</tr>
<tr>
<td>21.04</td>
<td>Prospec US Inc. Marathon Phenolic Locker</td>
<td>2</td>
<td>Phenolic Personal Storage Cabinets w/ lock - 48x24x78</td>
<td></td>
</tr>
<tr>
<td>21.05</td>
<td>Countertop and Casework</td>
<td>1</td>
<td>Workstation Countertop</td>
<td></td>
</tr>
<tr>
<td>21.06</td>
<td>TBD</td>
<td>1</td>
<td>Lateral File Cabinet</td>
<td></td>
</tr>
<tr>
<td>21.07</td>
<td>TBD</td>
<td>2</td>
<td>Task Chair</td>
<td></td>
</tr>
</tbody>
</table>

**Suite Type 3 (ADA Compliant)**

<table>
<thead>
<tr>
<th>Suite Type 3</th>
<th>22.01</th>
<th>Prospec US Inc. Marathon Phenolic Locker</th>
<th>4</th>
<th>Phenolic Personal Storage Cabinets w/ lock - 24x24x78</th>
</tr>
</thead>
<tbody>
<tr>
<td>Item</td>
<td>Description</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>------</td>
<td>-------------</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>22.02</td>
<td>Robinson Steel RSCADAPLB</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>22.03</td>
<td>Bobrick B-5181</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>22.04</td>
<td>InPro Super Bio-Stat Shower Curtain</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>22.05</td>
<td>Basis of Design - Norix Furniture Protégé NextGen Steel Single Bed #PROT100 w/Norix Comfort Shield Mattress MNE7-3680</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>22.06</td>
<td>TBD</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>22.07</td>
<td>TBD</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>22.08</td>
<td>TBD</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>22.09</td>
<td>TBD</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>22.10</td>
<td>Countertop and Casework</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>22.11</td>
<td>TBD</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>23.01</td>
<td>Prospec US Inc. Marathon Phenolic Locker</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>23.02</td>
<td>Global #WG798502 - 3000# shelf capacity</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>24.01</td>
<td>Base and Wall Cabinet Casework</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>24.02</td>
<td>TBD</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>24.03</td>
<td>Hallowell Antimicrobial Storage Cabinets 800 Series Model# 815S24</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>25.01</td>
<td>ADA Countertop and Casework</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>25.02</td>
<td>Eagle SR19-16-13.5-1 Sink + #302004 Faucet</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>25.03</td>
<td>Countertop and Casework</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>25.04</td>
<td>Eagle SR16-19-13.5-2 Sink + #301248 Faucet</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>25.05</td>
<td>TBD</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>25.06</td>
<td>TBD</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>25.07</td>
<td>CaptiveAire Fire Suppression Hooded System</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>25.08</td>
<td>TBD</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>25.09</td>
<td>Countertop and Casework</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>25.10</td>
<td>Wall Cabinets</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>25.11</td>
<td>TBD</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

**ARU/Fire Prevention Support**

<table>
<thead>
<tr>
<th>Item</th>
<th>Description</th>
</tr>
</thead>
<tbody>
<tr>
<td>23 ARU/Fire Prevention Support</td>
<td>20&quot;D x 42&quot;L x 17.5&quot;H, black phenolic locker bench; 4 Heavy Duty Stainless Steel pedestals with 8.25&quot; diameter flanges. 1 1/4&quot; thick bench top with rounded edges and corners</td>
</tr>
<tr>
<td>23.01</td>
<td>Phenolic 2-Tier Lockers w/ lock - 18x24x78</td>
</tr>
<tr>
<td>23.02</td>
<td>Heavy Duty Shelving 72x24x96 With 5 Shelves</td>
</tr>
<tr>
<td>24 Office Work Room</td>
<td>36&quot;Wx 24&quot;Dx 78&quot;H - Color Antimicrobial Platinum</td>
</tr>
<tr>
<td>25 Kitchen-Dining</td>
<td>Solid Surface ADA Compliant counter with base and wall cabinets</td>
</tr>
<tr>
<td>25.02</td>
<td>Drop-In SS Type 304 Single Bowl sink. 16&quot;x20&quot;x13.5&quot; with 4&quot; centers water controls. Faucet is gooseneck spout type.</td>
</tr>
<tr>
<td>25.03</td>
<td>Solid Surface counter with base and wall cabinets</td>
</tr>
<tr>
<td>25.04</td>
<td>Drop-In SS Type 304 Double Bowl sink. 20&quot;x16&quot;x13.5&quot; with 8&quot; centers water controls. Faucet is gooseneck spout type.</td>
</tr>
<tr>
<td>25.05</td>
<td>Commercial Grade Stainless Steel Freezer</td>
</tr>
<tr>
<td>25.06</td>
<td>Commercial Grade Stainless Steel Refrigerator</td>
</tr>
<tr>
<td>25.07</td>
<td>PFD to advise if Gas or Electric Range required</td>
</tr>
<tr>
<td>25.08</td>
<td>6-Burner + Griddle, Stainless Steel Commercial Grade Range</td>
</tr>
<tr>
<td>25.09</td>
<td>Solid Surface counter with base cabinets</td>
</tr>
<tr>
<td>25.10</td>
<td>Cafe Chairs</td>
</tr>
</tbody>
</table>
## Kitchen-Dining

<table>
<thead>
<tr>
<th>Code</th>
<th>Item Description</th>
<th>Quantity</th>
<th>Dimensions</th>
<th>Notes</th>
</tr>
</thead>
<tbody>
<tr>
<td>26.01</td>
<td>Hallowell Antimicrobial Storage Cabinets 800 Series Model# 825524</td>
<td>4</td>
<td>Antimicrobial Storage Cabinet w/ lock and added shelves</td>
<td>48&quot;W x 24&quot;D x 78&quot;H - Color Antimicrobial Platinum</td>
</tr>
<tr>
<td>26.02</td>
<td>Metro Shelving Antimicrobial Shelf unit 72&quot; Wide</td>
<td>2</td>
<td>48&quot;W x 36&quot;D x 86.5&quot;H unit with (5) 3672NK3 shelves and (4) 86PK3 Posts w/55 #99935 Foot Plates</td>
<td></td>
</tr>
</tbody>
</table>

## Pantry

<table>
<thead>
<tr>
<th>Code</th>
<th>Item Description</th>
<th>Quantity</th>
<th>Dimensions</th>
<th>Notes</th>
</tr>
</thead>
<tbody>
<tr>
<td>27.01</td>
<td>Work Station w/Divider</td>
<td>2</td>
<td>Solid Surface work station</td>
<td></td>
</tr>
<tr>
<td>27.01A</td>
<td>TBD</td>
<td>2</td>
<td>Computer w/monitor</td>
<td></td>
</tr>
<tr>
<td>27.02</td>
<td>Claridge LCS2046R</td>
<td>1</td>
<td>4' x 10' Wall-mounted Markerboard with porcelain enamel writing surface and full length marker tray and map rail</td>
<td></td>
</tr>
<tr>
<td>27.03</td>
<td>TBD</td>
<td>4</td>
<td>55&quot;-62&quot; wide Flat Screen Monitors</td>
<td></td>
</tr>
<tr>
<td>27.04</td>
<td>TBD</td>
<td>1</td>
<td>48&quot; x 24&quot; Moderator Desk</td>
<td></td>
</tr>
<tr>
<td>27.05</td>
<td>TBD</td>
<td>10</td>
<td>96&quot; x 24&quot; Folding Table</td>
<td></td>
</tr>
<tr>
<td>27.06</td>
<td>TBD</td>
<td>44</td>
<td>Desk Chair (folding or stacking)</td>
<td></td>
</tr>
</tbody>
</table>

## Training-Conference

<table>
<thead>
<tr>
<th>Code</th>
<th>Item Description</th>
<th>Quantity</th>
<th>Dimensions</th>
<th>Notes</th>
</tr>
</thead>
<tbody>
<tr>
<td>28.01</td>
<td>E-Z Shelving System</td>
<td>1</td>
<td>16 Gauge Powder Coated Gray Wall Mount Shelving System w/2250lb. Capacity per shelf.</td>
<td>3' long uprights at 2'-6&quot; O.C. with two (2) 18&quot; deep shelves per along 3 walls. Mount at 54&quot; clear from b/upright to FF</td>
</tr>
<tr>
<td>28.02</td>
<td>TBD</td>
<td>2</td>
<td>Folding Tables Cart</td>
<td></td>
</tr>
<tr>
<td>28.03</td>
<td>TBD</td>
<td>3</td>
<td>Folding/Stacking Chairs Carts</td>
<td></td>
</tr>
</tbody>
</table>

## Tables & Chairs

<table>
<thead>
<tr>
<th>Code</th>
<th>Item Description</th>
<th>Quantity</th>
<th>Dimensions</th>
<th>Notes</th>
</tr>
</thead>
<tbody>
<tr>
<td>29.01</td>
<td>Countertop Casework</td>
<td>Solid Surface countertop with base and wall cabinets</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

## AV

<table>
<thead>
<tr>
<th>Code</th>
<th>Item Description</th>
<th>Quantity</th>
<th>Dimensions</th>
<th>Notes</th>
</tr>
</thead>
<tbody>
<tr>
<td>31.01</td>
<td>31.02</td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

## Firefighters Restroom

<table>
<thead>
<tr>
<th>Code</th>
<th>Item Description</th>
<th>Quantity</th>
<th>Dimensions</th>
<th>Notes</th>
</tr>
</thead>
<tbody>
<tr>
<td>32.01</td>
<td>TBD</td>
<td>2</td>
<td>32&quot; Flat Screen TV w/ Swivel Wall Mount Bracket.</td>
<td></td>
</tr>
<tr>
<td>32.02</td>
<td>TBD</td>
<td>1</td>
<td>Towel Rack</td>
<td></td>
</tr>
<tr>
<td>32.03</td>
<td>TBD</td>
<td>1</td>
<td>Hamper</td>
<td></td>
</tr>
<tr>
<td>32.04</td>
<td>Elky Model LVRCBWSK</td>
<td>1</td>
<td>Elkay water cooler with Bottle Filling Station</td>
<td></td>
</tr>
</tbody>
</table>

## Exercise

<table>
<thead>
<tr>
<th>Code</th>
<th>Item Description</th>
<th>Quantity</th>
<th>Dimensions</th>
<th>Notes</th>
</tr>
</thead>
<tbody>
<tr>
<td>33.01</td>
<td>Prospec US Inc. Marathon Phenolic Locker</td>
<td>54</td>
<td>Phenolic Personal Storage Cabinets w/ lock - 24x24x78</td>
<td></td>
</tr>
<tr>
<td>33.02</td>
<td>Robinson Steel RSCPLB</td>
<td>4</td>
<td>9 1/2&quot;D x 48&quot;L x 17 &quot;H. Black phenolic locker bench; Heavy Duty Stainless Steel pedestals with 8.25&quot; diameter flanges. 1 1/4&quot; thick bench top with rounded edges and corners</td>
<td></td>
</tr>
<tr>
<td>33.03</td>
<td>Robinson Steel RSCADAPLB</td>
<td>1</td>
<td>20&quot;D x 42&quot;L x 17. 5&quot;H. Black phenolic locker bench; Heavy Duty Stainless Steel pedestals with 8.25&quot; diameter flanges. 1 1/4&quot; thick bench top with rounded edges and corners</td>
<td></td>
</tr>
</tbody>
</table>

## Personnel Lockers

<table>
<thead>
<tr>
<th>Code</th>
<th>Item Description</th>
<th>Quantity</th>
<th>Dimensions</th>
<th>Notes</th>
</tr>
</thead>
<tbody>
<tr>
<td>35</td>
<td>Specific Master Plan Projects - Fire Engine 10</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>---</td>
<td>---</td>
<td>---</td>
<td>---</td>
<td></td>
</tr>
<tr>
<td><strong>34.01</strong> Basis of Design - Norix Furniture</td>
<td>XL Twin Bed w/cherry wood</td>
<td><strong>12</strong></td>
<td>headboard/footboard option and foam encased innerspring mattress with antimicrobial nylon cover</td>
<td></td>
</tr>
<tr>
<td><strong>34.02</strong> TBD</td>
<td>Night Stand</td>
<td><strong>12</strong></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>34.03</strong> InPro Super Bio-Stat Shower Curtain</td>
<td>Antibacterial treated vinyl shower curtain with chrome-plated or stainless steel hooks</td>
<td><strong>12</strong></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>34.04</strong> DeBorough First Responder Locker</td>
<td>24”W x 24”D x 73”H Responder Ready Lockers with Base boot drawer and bench plinth</td>
<td><strong>12</strong></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>35.01</strong> InPro Super Bio-Stat Shower Curtain</td>
<td>Antibacterial treated vinyl shower curtain with chrome-plated or stainless steel hooks</td>
<td><strong>1</strong></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>35.02</strong> Robinson Steel RSCPLB</td>
<td>9 1/2”D x 48”L x 17 ”H. Black phenolic locker bench; Heavy Duty Stainless Steel pedestals with 8.25” diameter flanges. 1 1/4” thick bench top with rounded edges and corners</td>
<td><strong>1</strong></td>
<td>Pedestal color - 11 Gauge Stainless Steel 304</td>
<td></td>
</tr>
<tr>
<td><strong>36.01</strong> InPro Super Bio-Stat Shower Curtain</td>
<td>Antibacterial treated vinyl shower curtain with chrome-plated or stainless steel hooks</td>
<td><strong>1</strong></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>36.02</strong> Bobrick B-5181</td>
<td>Antimicrobial Folding Shower Seat</td>
<td><strong>1</strong></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>36.03</strong> Robinson Steel RSCADAPLB</td>
<td>20”D x 42”L x 17 .5”H, black phenolic locker bench; 4 Heavy Duty Stainless Steel pedestals with 8.25” diameter flanges. 1 1/4” thick bench top with rounded edges and corners</td>
<td><strong>1</strong></td>
<td>Pedestal color - 11 Gauge Stainless Steel 304</td>
<td></td>
</tr>
<tr>
<td><strong>37.01</strong> Basis of Design - Mott Manufacturing. Stainless Steel Cabinets</td>
<td>SS Base &amp; wall cabinets with 16 gauge 304 SS countertop, 18 gauge cabinet sides and drawers and 4” splash on 2 sides.</td>
<td><strong>1</strong></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>37.02</strong> Basis of Design - Mott Manufacturing. Stainless Steel Cabinets</td>
<td>SS Base &amp; wall cabinets with 16 gauge 304 SS countertop, 18 gauge cabinet sides and drawers and 4” splash on 3 sides.</td>
<td><strong>1</strong></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>37.03</strong> GE GFDS175EGHD Electric Dryer</td>
<td>7.5 cu. ft. Electric Dryer with steam refresh, color Diamond Gray.</td>
<td><strong>1</strong></td>
<td>30A CB required, 120V</td>
<td></td>
</tr>
<tr>
<td><strong>37.04</strong> GE GFWS170SHDG Washer</td>
<td>4.3 cu. ft. High Efficiency, front load washer, color Diamond Gray. Energy Star certified</td>
<td><strong>1</strong></td>
<td>20A CB Required, 120V</td>
<td></td>
</tr>
<tr>
<td><strong>37.05</strong> Global WG653260 + WG653266</td>
<td>Global 4-tier adjustable HD Wire Shelving Unit 48”W x 24”D x 74”H + one additional Shelf</td>
<td><strong>1</strong></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>38.01</strong> Elkay LVRCHD(TL)8SC</td>
<td>14 GA Heavy-Duty, Vandal-Resistant Filtered Water Cooler</td>
<td><strong>1</strong></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>38.02</strong></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>40.01</strong></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td><strong>40.02</strong></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>41</td>
<td>Living Space Janitor</td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>---</td>
<td>---</td>
<td>---</td>
<td>---</td>
<td>---</td>
</tr>
<tr>
<td>41.02</td>
<td>Global Industrial T9F261118</td>
<td>1</td>
<td>20” Floor Cleaner, 1.5 Hp</td>
<td></td>
</tr>
<tr>
<td>41.03</td>
<td>Global #WG562174A</td>
<td>2</td>
<td>Heavy Duty Shelving 36x12x73 with seven shelves</td>
<td></td>
</tr>
<tr>
<td>41.04</td>
<td>Bradley 9933</td>
<td>1</td>
<td>Mop and Broom Holders with Shelf</td>
<td></td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>42</th>
<th>Housekeeping Storage</th>
<th></th>
<th></th>
<th></th>
</tr>
</thead>
<tbody>
<tr>
<td>42.01</td>
<td>Global WG653261 + WG653267</td>
<td>3</td>
<td>Global 4-tier adjustable HD Wire Shelving Unit 60”W x 24”D x 74”H + one additional Shelf</td>
<td></td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>43</th>
<th>Technology</th>
<th></th>
<th></th>
<th></th>
</tr>
</thead>
<tbody>
<tr>
<td>43.01</td>
<td>File Server</td>
<td>1</td>
<td>By PFD IT Consultant</td>
<td></td>
</tr>
<tr>
<td>43.02</td>
<td>Station Alerting System</td>
<td>1</td>
<td>By PFD IT Consultant</td>
<td></td>
</tr>
<tr>
<td>43.03</td>
<td>Active Demarc</td>
<td>1</td>
<td>By PFD IT Consultant</td>
<td></td>
</tr>
<tr>
<td>43.04</td>
<td>UPS</td>
<td>1</td>
<td>Per PFD IT Consultant</td>
<td></td>
</tr>
</tbody>
</table>

**Mezzanine**

<table>
<thead>
<tr>
<th>02</th>
<th>Mezzanine</th>
<th></th>
<th></th>
<th></th>
</tr>
</thead>
<tbody>
<tr>
<td>02.01</td>
<td>Thern Model #572M1</td>
<td>1</td>
<td>2,200 lb. capacity davit with spur gear hand winch included and optional ratchet style screw-jack for added capacity. No electrical requirements</td>
<td></td>
</tr>
</tbody>
</table>

**Training Props Storage**

<table>
<thead>
<tr>
<th>30</th>
<th>Training Props Storage</th>
<th></th>
<th></th>
<th></th>
</tr>
</thead>
<tbody>
<tr>
<td>30.01</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>30.02</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>30.03</td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
</tbody>
</table>
EMS STORAGE
171 S.F.
EMS STORES CO
127 S.F.
FIREMATIC STORAGE
112 S.F.
YARD STORAGE
186 S.F.
HOT SIDE SHOWERS

SHOWERS
98 S.F.
SOLUTIONS 200 GALLON MEDICAL WASTE CONTAINER
APPARATUS BAY JANITOR'S CLOSET

SCALE: 1/4" = 1'-0"
DATE: 1/19/2018

STORAGE SHELVES

MOP RACK

FLOOR CLEANER

JANITOR

64 S.F.
DETOK SAUNA
83 S.F.
THERE IS TO BE NO LESS BLANK WALL SPACE THAN IS SHOWN IN THIS PLAN.
SUITE #3 - SAFETY OFFICER

TOTAL SUITE SIZE: 378 SQ FT

SUITE 3
289 S.F.
PANTRY
113 S.F.
TABLES & CHAIRS
100 S.F.
A/V RM
60 S.F.
PERSONNEL LOCKERS
729 S.F.

MITCHELL ASSOCIATES ARCHITECTS

SCALE: 3/16" = 1'-0"
DATE: 2/5/2018

ROOM #
NON-ADA BUNKER BATH
69 S.F.
ADA BUNKER/BATHRM
91 S.F.
LAUNDRY
82 S.F.